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shall be grounded through a suitable
resistor at the source transformers,
and a grounding circuit, originating at
the grounded side of the grounding re-
sistor, shall extend along with the
power conductors and serve as a
grounding conductor for the frames of
all high-voltage equipment supplied
power from that circuit.

(b) Notwithstanding the require-
ments of paragraph (a) of this section,
the Secretary or his authorized rep-
resentative may permit ungrounded
high-voltage circuits to be extended
underground to feed stationary electric
equipment if:

(1) Such circuits are either steel ar-
mored or installed in grounded, rigid
steel conduit throughout their entire
length; or,

(2) The voltage of such circuits is
nominally 2,400 volts or less phase-to-
phase and the cables used in such cir-
cuits are equipped with metallic
shields around each power conductor,
and contain one or more ground con-
ductors having a total cross sectional
area of not less than one-half the power
conductor; and,

(3) Upon a finding by the Secretary
or his authorized representative that
the use of the circuits described in
paragraphs (b) (1) and (2) of this section
does not pose a hazard to the miners.

(c) Within 100 feet of the point on the
surface where high-voltage circuits
enter the underground portion of the
mine, disconnecting devices shall be in-
stalled and so equipped or designed in
such a manner that it can be deter-
mined by visual observation that the
power is disconnected, except that the
Secretary or his authorized representa-
tive may permit such devices to be in-
stalled at a greater distance from such
area of the mine if he determines,
based on existing physical conditions,
that such installation will be more ac-
cessible at a greater distance and will
not pose any hazard to the miners.

[38 FR 4975, Feb. 23, 1973]

§75.803 Fail safe ground check cir-
cuits on high-voltage resistance
grounded systems.

[STATUTORY PROVISIONS]

On and after September 30, 1970, high-
voltage, resistance grounded systems

§75.805

shall include a fail safe ground check
circuit to monitor continuously the
grounding circuit to assure continuity
and the fail safe ground check circuit
shall cause the circuit breaker to open
when either the ground or pilot check
wire is broken, or other no less effec-
tive device approved by the Secretary
or his authorized representative to as-
sure such continuity, except that an
extension of time, not in excess of 12
months, may be permitted by the Sec-
retary on a mine-by-mine basis if he
determines that such equipment is not
available.

§75.803-1 Maximum voltage ground
check circuits.

The maximum voltage used for
ground check circuits under §75.803
shall not exceed 96 volts.

§75.803-2 Ground check systems not
employing pilot check wires; ap-
proval by the Secretary.

Ground check systems not employing
pilot check wires will be approved only
if it is determined that the system in-
cludes a fail safe design causing the
circuit breaker to open when ground
continuity is broken.

§75.804 Underground high-voltage ca-
bles.

(a) Underground high-voltage cables
used in resistance grounded systems
shall be equipped with metallic shields
around each power conductor with one
or more ground conductors having a
total cross sectional area of not less
than one-half the power conductor, and
with an insulated external conductor
not smaller than No. 8 (A.W.G.) or an
insulated internal ground check con-
ductor not smaller than No. 10 (A.W.G.)
for the ground continuity check cir-
cuit.

(b) All such cables shall be adequate
for the intended current and voltage.
Splices made in such cables shall pro-
vide continuity of all components.

[38 FR 4976, Feb. 23, 1973]
§75.805 Couplers.

[STATUTORY PROVISIONS]

Couplers that are used with medium-
voltage or high-voltage power circuits
shall be of the three-phase type with a
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